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THIS DRAWING IS THE PROPERTY OF PRIMARY FLUID SYSTEMS INC. FROM WHICH A NO. NAME DESCRIPTION
WRITTEN CONSENT FOR APPROVAL SHALL BE REQUIRED PRIOR TO COPYING. 1 MAX ALLOWABLE OPERATING TEMPERATURE 140°F (60°C)

2 | MAX ALLOWABLE OPERATING PRESSURE 150 PSIG
CONNECTIONS 3 | INLET PORT CONNECTION 1"
4 | OUTLET PORT CONNECTION 1"
5 |TYPE NPT
MATERIALS 8 |BODY AND QUILL PVC
11 | GLAND PVC
CS CORPORATION STOPS TG A e
14 | GLAND SEAL VITON (EPDM OPTIONAL)
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